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TRANSFORMER 
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General Notes
1. SEE CIVIL FOR DETAILS OF JOINTS IN 

CONC. PAVING, CONC. CURBS, CURB 
CUTS & CONC. APRONS.

2. KEEP CONSTRUCTION TRAFFIC OUT OF 
RESIDENTIAL STREETS AS MUCH AS 
POSSIBLE.

3. ALL EXPOSED EXTERIOR HANDRAILS, 
GUARDRAILS, & ACCESSORIES TO BE 
EPOXY PAINTED, TYP.

Site Legend
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LIGHT DUTY 
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GRAVEL

BOLLARD  

STREET LIGHT

VEHICLE SIGN

CONCRETE  
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PARKING 
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ACCESIBLE PARKING 
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SEE CIVIL FOR 
CONTROL JOINTS

ACCESS AISLE SIGN
SEE CIVIL

METAL PARKING SIGN

4" CONCRETE 
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CONCRETE 
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1. DO NOT SCALE DRAWINGS FOR BUILDING 
PURPOSES. USE PLAN INFORMATION, 
DIMENSIONS, DETAILS, SHOP DRAWINGS 
AND FIELD VERIFICATION.

2. GENERAL CONTRACTOR SHALL VERIFY ALL 
DIMENSIONS AND CONDITIONS OF THE SITE 
AND EXISTING BUILDING, AND REPORT ANY 
DISCREPANCIES TO THE ARCHITECT 
BEFORE COMMENCING WITH ANY WORK.

3. GENERAL CONTRACTOR AND ALL 
SUBCONTRACTORS SHALL BECOME 
FAMILIAR WITH THE SITE AND EXISTING 
CONDITIONS DURING THE BID PERIOD. 
SUBMITTING A BID FOR THE WORK 
CONSTITUTES AN UNDERSTANDING BY THE 
CONTRACTOR/SUBCONTRACTOR OF THESE 
CONDITIONS.

4. PAINT ALL EXTERIOR EXPOSED STEEL WITH 
EPOXY PAINT, TYP.

5. ALL EXPOSED WELDS SHALL BE 
CONTINUOUS, GRIND SMOOTH.

General Notes

T.O. FIRE HALL WALL
118' - 0"

T.O. EVENT CENTER
WALL

120' - 0"

T.O. APPARATUS WALL
124' - 0"
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103' - 0"
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107' - 2"

COLOR 1
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110-1
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T.O. W2 & W4 OPENING
112' - 0"

R.T.U., SEE MECH. 
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COLOR 2, 
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W/ DRIP EDGE
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1. DO NOT SCALE DRAWINGS FOR BUILDING 
PURPOSES. USE PLAN INFORMATION, 
DIMENSIONS, DETAILS, SHOP DRAWINGS 
AND FIELD VERIFICATION.

2. GENERAL CONTRACTOR SHALL VERIFY ALL 
DIMENSIONS AND CONDITIONS OF THE SITE 
AND EXISTING BUILDING, AND REPORT ANY 
DISCREPANCIES TO THE ARCHITECT 
BEFORE COMMENCING WITH ANY WORK.

3. GENERAL CONTRACTOR AND ALL 
SUBCONTRACTORS SHALL BECOME 
FAMILIAR WITH THE SITE AND EXISTING 
CONDITIONS DURING THE BID PERIOD. 
SUBMITTING A BID FOR THE WORK 
CONSTITUTES AN UNDERSTANDING BY THE 
CONTRACTOR/SUBCONTRACTOR OF THESE 
CONDITIONS.

4. PAINT ALL EXTERIOR EXPOSED STEEL WITH 
EPOXY PAINT, TYP.

5. ALL EXPOSED WELDS SHALL BE 
CONTINUOUS, GRIND SMOOTH.
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A3.2
Elevations
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Material Keying Legend

Graphic Scale

1/8" = 1' - 0"
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1/8" = 1'-0"A3.2

A1 EVENT CENTER NORTH ELEVATION

03 4500.A2 Insulated Architectural Precast Concrete
Panel

03 4500.C1 Architectural Precast Concrete Panel
Reveal

05 5000.D3 Steel Pipe Bollard

07 4113.L3 Metal Fascia

07 4213.A6 Metal Exposed Fastener Wall Panel

07 6200.A5 Metal Scupper

07 6200.A9 Metal Coping (Cap Flashing)

08 5113.A1 Aluminum Window
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